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DUAL REMOTE METER PEDESTAL
PLENUM HEATER, GROUND WATER HEAT PUMP (GWHP), AIR SOURCE

HEAT PUMP (ASHP), ELECTRIC FURNACE, ELECTRIC HOT WATER BOILER

Electric Thermal Storage Heater 2100 Series (ETS)

Load Management receiver
furnished & installed by JREC.
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NOTE: Leave 3' tail at each end of control
conductors, that are not terminated.

Control conductors supplied by Contractor

2 #12's (one white)
L 2#10's
b 3#14's
Ols Route 2- yellow #14's to heating unit control contacts
(1 additional #14 is required if alert
5’ from finished grade to light is installed.)
top of %" PVC conduit.
. ) < Route 2 - #12 wires 120V from
Route 2 blue- #1Q s from main panel. main panel to meter socket.
*water heater* switch leg.
smmt | NOTE: Do not glue conduit into top of LB
OUTSIDE HOME
* Alert light mandatory with wood back-up. IN HOME
Installed in kitchen, dining room or living room.
(1720 Red Arrow Hart)
=
NOTE: Switch leg must be NM or conductors in
conduit from general use panel to control
heating equipment:
-ETS unit — 14/2 to blue & blue/white
L conductors in low voltage compartment.
H = = -Plenum Heater or Electric Boiler to low
of [o][= HEAT PANEL voltage compartment.
el & Kl © -GWHP/ASHP switch leg to cycle
B B 2 = compressor(s) to a single NC relay.
GENERAL USE o °
PANEL Min. %" conduit 2 Z
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