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Typical Boiler or Plenum Heater Installation w/ CT Meter Socket
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Route 2 - #14's from electric furnace/or boiler io sub-meter
socket. Far ETS heater route 2 - #14's from blue and blue/
white wires in low voliage compariment of ETS heater o sub
meter socket *wire nut together in meter socket
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Notes:

1) Run 2 - #10's, 2-#14's, 6-#12's {black, blue, green, red, 2-white) from
service panel fo meter socket through 1" conduit.

2)Member Supplied -Dedicated 20A Double Pole dircuit breaker is
required.

3)Leave 38" tails on all leads that are not terminated.
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200:5 CT instailed at bottom of load center if
adequate room or instalied in an additional J-box.
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